
Work Order (Bid Form)

WO/12012NW4058/1Work Order Name:

Work Order Type:

WORK ORDER INFORMATION

Weatherization

Contractor to follow the Southeast Field Guide as applicable.

COMMENT

Company Name & License Number:

Contractor's Signature:

Audit-12012NW4058Audit Name:

CLIENT CONTACT INFORMATION
12012NW4058 Applicant/Person of 

Record

CLIENT INFORMATION

Henry

12012NW4058

Alt. Client ID:

Client Name: Address:

Client ID: ,    38222

12012NW4058 

AGENCY INFORMATION

Northwest TN EDC (731) 364-3228

231 S. Wilson Street

Agency Phone:Agency:

Email Address:

Fax:Address:
Dresden, TN   38225

Randy@energyhoundz.com

Radford, Randy (615) 686-3245Work Phone:Agency Contact:

Email Address:

(615) 335-7428Cell Phone:
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Work Order Name: WO/12012NW4058/1

Work Order (Bid Form)
Version 8.6.0

DOE Weatherization Assistant

Report Run On: 5/24/2010

12012NW4058 



Measures
Glue Insulation on Top of Attic Access 
Door

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

1

1 1Labor

2 1Insulation

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Install Plywood Over Openings Inside 
Kitchen Sink Cabinet

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

2

1 1Labor

2 1Miscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Install Spacer in Breaker Box

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

3

1 1Labor

2 1Miscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Replace Inside Bottom of Kitchen Sink 
Cabinet with 3/4" Treated Plywood

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

4

1 1Labor

2 1Miscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Weatherstrip Around All Doors

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

5

1 1Labor

2 1Doors

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Infiltration Redctn

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment -Air seal around all windows
-Air seal trim around all doors
-Air seal attic access
-Air seal around window A/C units
-Air seal plumbing penetrations under kitchen sink
-Air seal chimney opening and surrounding metal plate in living room
-Air seal openings in kitchen sink cabinet
-Air seal electrical penetration in corner of living room
-Air seal plywood (installed by contractor) inside kitchen sink cabinet

Components Inspected

#

6

Labor

Infiltration Reduction10 1EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Fill Ceiling Cavity    A1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

7

Labor

Attic Insulation  - Blown 
Cellulose - 8 in.

1 1024SqFtInsulation

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

2 Smoke Detectors are Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

8

Smoke detector1 1EachHealth and Safety

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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CO Monitor is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

9

CO monitor1 1EachHealth and Safety

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Install Kitchen Exhaust Fan (up through 
roof approx. 8 ft)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

10

Kitchen exhaust fan1 1EachHealth and Safety

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

 Work Order Grand Total: Grand Total:
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